As the last barrier of nuclear reactor, prestressed concrete containment vessels (PCCVs) play an important role in nuclear power plants (NPPs). To test the mechanical property of PCCV during the integrated leakage rate testing (ILRT), a fiber Bragg grating (FBG) sensor was used to monitor concrete strain. In addition, a finite element method (FEM) model was built to simulate the progress of the ILRT. The results showed that the strain monitored by FBG had the same trend compared to the inner pressure variation. The calculation results showed a similar trend compared with the monitoring results and provided much information about the locations in which the strain sensors should be installed. Therefore, it is confirmed that FBG sensors and FEM simulation are very useful in PCCV structure monitoring.
Introduction
The prestressed concrete containment vessel (PCCV) of the nuclear power plant (NPP) is the last barrier of the nuclear reactor. The PCCV is so important that many sensors were installed during construction to monitor different physical quantities. For example, vibrating wire strain gauges were used to monitor the concrete structure strain, invar wires were used to monitor vertical deflection, and so on. After the construction of the PCCV, there were few cracks (2 visible cracks in total at the height of +22 m in this paper) in the concrete. To verify the construction quality, mechanical properties and airtightness of the PCCV, the integrated leakage rate testing (ILRT) was implemented with a certain time interval. After the ILRT, new cracks appeared due to the increasing pressure inside the PCCV. After the second ILRT at another PCCV, there were about 20 cracks at the same location. Some of them may lead to air leakage due to the increasing inner pressure, so concrete strain monitoring is very important. As a consequence, it would be very useful to monitor PCCV deformation during the ILRT.
In the construction of the PCCV, about 20 to 60 vibrating wire strain gauges were embedded in concrete to monitor strain. At the same time, the thermocouples were also embedded to monitor the and five kinds of load step was conducted. Results showed that the steel liner and temperature effect were the most important factors. Jones et al. [15] compared the bonded PCCV with unbonded PCCV in FEM modeling and predicted the failure at the extreme inner pressure. The results indicated that the cylinder wall deformations were larger with bonded tendons and so were the peak strains during the internal pressurization. Shokoohfar and Rahai [16] adopted a nonlinear FEM model to analyze the thermal and mechanical behaviors of the PCCV that was subjected to temperature loading and internal pressure. The analysis showed that the temperature had little impact on the ultimate pressure capacity of the PCCV.
In this paper, we adopted FBG to monitor the PCCV during the ILRT. Moreover, the FEM model was built to simulate the pressurization and depressurization process. Firstly, the monitoring results were compared to the variation trend of pressure platform. Secondly, the rationality of the monitoring results was discussed because of abrupt temperature drop. Thirdly, the FEM model calculation results were compared with the monitoring results to testify the FEM model. Last, the calculation results were analyzed for sensor placement.
The Experimental Process and the FEM Model

Basic Principle of FBG
The FBG working principle was explained in the paper [17, 18] . If FBG and the host material were bonded perfectly, the strain of host material would be transferred to FBG. Then the wavelength shift of FBG (∆λ b ) would be influenced by the load induced strain (ε 1 ). The temperature change (∆T). ∆λ b is given by Equation (1) .
The parameter p e is the optical fiber photo-elastic coefficient, α h is the thermal expansion coefficients of the host material and ξ is the thermo-optic coefficient [18] . From Equation (1) , it is clear that the stain measured by FBG will depend on the strain of host material, the thermal expansion of host material and the temperature influence on index of refraction of the fiber optic sensor. Since concrete is a composite material, α h varies at different locations. To simplify the calculation, thermal expansion of concrete was not considered in strain calculation. In order to separate fiber optic expansion caused by temperature from the monitoring strain, the temperature compensating method [19] was used. The temperature-compensating FBG (FBG-T-01, manufactured and calibrated by NingBo ShanGong Intelligent Security Technology, Co., Ltd., Ningbo, China) and strain FBG (SQ-FBG-GS01, manufactured and calibrated by NingBo ShanGong Intelligent Security Technology, Co., Ltd.) were calibrated in the laboratory before installing them in-site.
FBG Sensors Deployment
During the in-site monitoring, FBG sensors were installed on PCCV cylindrical wall at an NPP in China. The top elevation of the auxiliary structure is 22 m as shown in Figure 1b . Apparently, the roof of auxiliary structure provided large space for installing FBG. As a result, the monitoring location was chosen at the mid height of the PCCV (see Figure 1a) .
On the cylindrical wall of PCCV, two kinds of FBG were installed as shown in Figure 2 . The Figure 2a shows the general measuring point which consists of a vertical direction strain FBG and a circumferential direction strain FBG. In total, there were four general measuring points around the PCCV. Besides, Figure 2b shows the crack measuring point which consists of two circumferential FBG sensors which are perpendicular to the concrete crack. During installation, these two strain FBG sensors were pasted across the concrete crack. Both general measuring points and crack measuring points had a temperature-compensating FBG beside the strain FBG.
Before installation, FBGs were divided into six groups and fusion spliced together. Here were the processes of the installation. Firstly, the concrete surface was polished to clear the dust away.
Secondly, the FBGs were pasted on the cylindrical wall by using No. 502 glue for primary fixing. Thirdly, epoxy resin was smeared on FBGs for reinforcement and protection. After those processes, the optic fiber connecting line was pasted on concrete surface. At last, a fiber optic connecting line was connected to Optical Sensing Interrogator sm125 (manufactured by MICRON OPTICS) for data collection. In order to distinguish those FBG in one channel, the wavelength of each FBG and the specific location was recorded after installation.
The measuring points are located at the middle of the PCCV as shown in Figure 3 . The specific locations of each FBG are summarized in Figure 3 . Before installation, FBGs were divided into six groups and fusion spliced together. Here were the processes of the installation. Firstly, the concrete surface was polished to clear the dust away. Secondly, the FBGs were pasted on the cylindrical wall by using No. 502 glue for primary fixing. Thirdly, epoxy resin was smeared on FBGs for reinforcement and protection. After those processes, the optic fiber connecting line was pasted on concrete surface. At last, a fiber optic connecting line was connected to Optical Sensing Interrogator sm125 (manufactured by MICRON OPTICS) for data collection. In order to distinguish those FBG in one channel, the wavelength of each FBG and the specific location was recorded after installation.
The measuring points are located at the middle of the PCCV as shown in Figure 3 . The specific locations of each FBG are summarized in Figure 3 . 
The Pressure Time Table
Due to the importance of the PCCV, the concrete structure must be sufficiently confined and leak-tight both in service life and even in the event of LOCA. To test the mechanical property and the leakage rate of the PCCV, ILRT was carried out. ILRT should be conducted every 10 years. During the ILRT, the pressure inside the containment vessel will increase and decrease according to a 
Due to the importance of the PCCV, the concrete structure must be sufficiently confined and leak-tight both in service life and even in the event of LOCA. To test the mechanical property and the leakage rate of the PCCV, ILRT was carried out. ILRT should be conducted every 10 years. During the ILRT, the pressure inside the containment vessel will increase and decrease according to a certain plan. And the ILRT pressure time table is shown in Figure 4 . Figure 3 . The measuring point locations on the PCCV and the specific location of each measure point (length unit: m).
Due to the importance of the PCCV, the concrete structure must be sufficiently confined and leak-tight both in service life and even in the event of LOCA. To test the mechanical property and the leakage rate of the PCCV, ILRT was carried out. ILRT should be conducted every 10 years. During the ILRT, the pressure inside the containment vessel will increase and decrease according to a certain plan. And the ILRT pressure time table is shown in Figure 4 . In Figure 4 , there are several pressure platforms such as 0.21, 0.42, 0.483 MPa and so on. These pressure platforms lasted for several hours for engineers to measure the leakage rate and find the structure defects. The design pressure of the PCCV is P d = 0.42 MPa and the ultimate pressure is 1.15 P d = 0.483 MPa. After the ILRT, the pressure reduced to 0 MPa. In-site, FBGs were installed three days before ILRT and data was collected 12 h before ILRT.
The FEM Model
Hypothesis
Assuming that the surface strain of PCCV was a constant value after construction, which means the temperature influence, the prestress loss of prestress tendon, the shrinkage and creep of concrete and other factors did not cause strain on the surface of the cylindrical wall. Then, the pressurization In Figure 4 , there are several pressure platforms such as 0.21, 0.42, 0.483 MPa and so on. These pressure platforms lasted for several hours for engineers to measure the leakage rate and find the structure defects. The design pressure of the PCCV is P d = 0.42 MPa and the ultimate pressure is 1.15 P d = 0.483 MPa. After the ILRT, the pressure reduced to 0 MPa. In-site, FBGs were installed three days before ILRT and data was collected 12 h before ILRT.
The FEM Model
Hypothesis
Assuming that the surface strain of PCCV was a constant value after construction, which means the temperature influence, the prestress loss of prestress tendon, the shrinkage and creep of concrete and other factors did not cause strain on the surface of the cylindrical wall. Then, the pressurization and depressurization process inside the PCCV was simulated. Because there was no cavity like the equipment hatch at the measuring points' side on the cylindrical wall, the cavity on concrete wall was not modeled for simplification.
Geometry
Prior to FEM modelling, the 3D geometric model was built. The cross section of the PCCV is shown in Figure 5a and the layout of the prestress tendons in cylindrical wall is shown in Figure 5b . As shown in Figure 5b , the thickness of cylindrical wall is 0.9 m, and thickness of anchorage block is 1.5 m. The steel liner is a 6-mm thick steel plate on the inner surface of the cylindrical wall.
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Prior to FEM modelling, the 3D geometric model was built. The cross section of the PCCV is shown in Figure 5a and the layout of the prestress tendons in cylindrical wall is shown in Figure 5b . As shown in Figure 5b , the thickness of cylindrical wall is 0.9 m, and thickness of anchorage block is 1.5 m. The steel liner is a 6-mm thick steel plate on the inner surface of the cylindrical wall. 
Material
In previous research, the results of [11] showed material nonlinearity would have an effect on the displacement of the PCCV when the internal pressure was beyond 0.886 MPa. According to the results in [15] , the radial displacement, the tendon strain and concrete strain changed a little from the pressure 0 MPa to 0.585 MPa. This meant that the material of concrete structure and the tendons was still in the elastic stage during this pressurization period. In addition, the results of paper [16] showed the radial displacement of containment. The strain of tendon changed little and seemed to be proportional to pressure before the pressure reached 0.6 MPa. According to the works mentioned above, the material of concrete and tendons was still in the elastic stage if the inner pressure was under 0.585 MPa. As a result, the elastic material property was adopted to simplify the FEM model. The material properties of FEM model are listed in Table 1 . 
In previous research, the results of [11] showed material nonlinearity would have an effect on the displacement of the PCCV when the internal pressure was beyond 0.886 MPa. According to the results in [15] , the radial displacement, the tendon strain and concrete strain changed a little from the pressure 0 MPa to 0.585 MPa. This meant that the material of concrete structure and the tendons was still in the elastic stage during this pressurization period. In addition, the results of paper [16] showed the radial displacement of containment. The strain of tendon changed little and seemed to be proportional to pressure before the pressure reached 0.6 MPa. According to the works mentioned above, the material of concrete and tendons was still in the elastic stage if the inner pressure was under 0.585 MPa. As a result, the elastic material property was adopted to simplify the FEM model. The material properties of FEM model are listed in Table 1 . The PCCV was prestressed by 223 horizontal, 144 vertical and 174 dome tendons with the nominal cross section area 2.85 × 10 −3 , 5.4 × 10 −3 and 2.85 × 10 −3 m 2 . In order to simulate the prestressing force, thermal expansion coefficient was adopted. Through temperature fall, the prestressing force was applied on every prestress tendon. The temperature fall magnitude was calculated by Equation (2) .
σ is prestress force, E is elasticity modulus of tendon, ε is tendon strain, α is the thermal expansion coefficient, ∆T is temperature fall magnitude. The prestressing force of all the tendons was 1413 MPa.
Through Equation (2), the temperature fall magnitude ∆T was −603.846 • C. Besides, six kinds of reinforcements in two directions were modeled on the inner, outer and middle of concrete cylindrical wall.
Mesh
The concrete wall was meshed by 26,172 hexahedral solid elements of a basic size of 2 m. The concrete wall thickness direction was divided into 10 fractions to provide enough nodes for coupling the tendon nodes with concrete nodes. The steel liner was meshed with 1632 shell elements of size 2 m. The steel liner and concrete wall were connected by fixed contacts. Prestress tendon and steel rebar were meshed by 172,834 linear elements of size 2 m. In addition, rebar and concrete were also connected by fixed contacts. In total, the FEM model had 277,371 nodes. The FEM model is shown in Figure 6 .
The PCCV was prestressed by 223 horizontal, 144 vertical and 174 dome tendons with the nominal cross section area 2.85 × 10 −3 , 5.4 × 10 −3 and 2.85 × 10 −3 m 2 . In order to simulate the prestressing force, thermal expansion coefficient was adopted. Through temperature fall, the prestressing force was applied on every prestress tendon. The temperature fall magnitude was calculated by Equation (2) .
σ is prestress force, E is elasticity modulus of tendon, ε is tendon strain, α is the thermal expansion coefficient, ∆ is temperature fall magnitude. The prestressing force of all the tendons was 1413 MPa. Through Equation (2), the temperature fall magnitude ∆ was −603.846 °C . Besides, six kinds of reinforcements in two directions were modeled on the inner, outer and middle of concrete cylindrical wall.
The concrete wall was meshed by 26,172 hexahedral solid elements of a basic size of 2 m. The concrete wall thickness direction was divided into 10 fractions to provide enough nodes for coupling the tendon nodes with concrete nodes. The steel liner was meshed with 1632 shell elements of size 2 m. The steel liner and concrete wall were connected by fixed contacts. Prestress tendon and steel rebar were meshed by 172,834 linear elements of size 2 m. In addition, rebar and concrete were also connected by fixed contacts. In total, the FEM model had 277,371 nodes. The FEM model is shown in Figure 6 . 
Load
Firstly, the model was constrained in six directions at the bottom of PCCV foundation slab. Secondly, self-weight was applied to the PCCV. Thirdly, prestress force was applied to all tendons. At last, inner pressure was applied on the steel liner to simulate ILRT. The pressure direction was perpendicular to the inner surface of steel liner. The load step history of inner pressure variation was in proportion to the real pressure time table as shown in Figure 4 .
The load step history is listed in Table 2 . In the calculation, it is assumed that the time unit is an hour. The inner pressure change time of 40 h is in proportion to the real time history of about 230 h. 
Results
Monitoring Results
General Measure Points
After about 230 h of measurements, the data were processed with temperature compensating and then exchanged to strain [19] . The results from measuring point No. 1 (MP 1) to measuring point No. 4 (MP 4) are plotted in Figure 7 . The vertical direction strain is shown by the red line while the circumferential direction strain is shown by the green line. In addition, pressure time table is a dashed From Figure 7a -d, it is clear that the strain in two directions had the same trend compared with pressure variation. Using FBG to monitor PCCV is feasible. Take the results of MP 1 as an example. The strain maintained almost the same at 0 με during the first 12 h, then the strain of cylindrical wall increased along with the pressure increase. At the time of pressure 0.483 MPa , the circumferential direction strain reached the maximum 200 με whereas the vertical direction strain was about 40 με. This meant circumferential direction expansion was larger than the vertical direction expansion. After the highest pressure, the strain decreased along with the pressure decrease. However, there were many differences from MP 1 to MP 4 which might be caused by different location, concrete material property and so on.
Monitoring Results
There was a phenomenon that the measuring strain from 121 h to 148 h was 10 με lower than the strain from 73 h to 98 h (see Figure 7a-d) . However, the pressure was the same value, 0.42 MPa, during the two periods. Meanwhile, the temperature changed regularly on the order of 5 °C during the test. If the thermal expansion coefficient of concrete is 1 × 10 −5 , 5 °C would cause 50 με every day, which is visible in the vertical direction strain (see Figure 7a) . The strain discrepancy between 73 and 98 h and 121 and 148 h may be caused by the temperature fluctuation. However, the temperature between these two periods seemed not very large, so there may be another reason explaining this phenomenon. The reason for this phenomenon might be that the FBG was fixed on the concrete wall by glue instead of a bolt. Although a bolted connection might be a better choice, a bolt From Figure 7a -d, it is clear that the strain in two directions had the same trend compared with pressure variation. Using FBG to monitor PCCV is feasible. Take the results of MP 1 as an example. The strain maintained almost the same at 0 µε during the first 12 h, then the strain of cylindrical wall increased along with the pressure increase. At the time of pressure 0.483 MPa, the circumferential direction strain reached the maximum 200 µε whereas the vertical direction strain was about 40 µε. This meant circumferential direction expansion was larger than the vertical direction expansion. After the highest pressure, the strain decreased along with the pressure decrease. However, there were many differences from MP 1 to MP 4 which might be caused by different location, concrete material property and so on.
There was a phenomenon that the measuring strain from 121 h to 148 h was 10 µε lower than the strain from 73 h to 98 h (see Figure 7a-d) . However, the pressure was the same value, 0.42 MPa, during the two periods. Meanwhile, the temperature changed regularly on the order of 5 • C during the test. If the thermal expansion coefficient of concrete is 1 × 10 −5 , 5 • C would cause 50 µε every day, which is visible in the vertical direction strain (see Figure 7a) . The strain discrepancy between 73 and 98 h and 121 and 148 h may be caused by the temperature fluctuation. However, the temperature between these two periods seemed not very large, so there may be another reason explaining this phenomenon. The reason for this phenomenon might be that the FBG was fixed on the concrete wall by glue instead of a bolt. Although a bolted connection might be a better choice, a bolt was not used in order to protect the concrete surface. Obviously, glue creep might occur during the ILRT. As a consequence, the creep led to a tiny strain on each FBG.
During the last 30 h (200 h to 230 h), as shown in Figure 7a ,d, the vertical direction strain decreased with value −30 µε and −100 µε. Considering that the vertical direction strain changed about 50 µε at highest pressure, this decrease was very huge. The main cause of this phenomenon was concrete material thermal contraction. As mentioned before, α h was not considered in Equation (1) for simplification. Therefore, temperature compensation FBG could not compensate the thermal expansion of concrete. Fortunately, the thermal expansion or contraction strain of concrete material was relatively small when the temperature changed regularly.
In site, an abrupt temperature drop of about 11 • C happened at between 200 h and 230 h (see Figure 8) . This phenomenon caused an abrupt strain decrease as shown in Figure 8a . During the first 200 h of monitoring, the temperature changed with a certain circulation. In general, the temperature decreased to the minimum value about 23 • C at night and increased to the maximum value of about 30 • C in daylight. However, at 200 h, temperature had a sudden drop about 11 • C. Because the concrete of the PCCV was sensitive to temperature change, it had a thermal contraction strain about −100 µε in the vertical direction.
was not used in order to protect the concrete surface. Obviously, glue creep might occur during the ILRT. As a consequence, the creep led to a tiny strain on each FBG.
During the last 30 h (200 h to 230 h), as shown in Figure 7a ,d, the vertical direction strain decreased with value −30 με and −100 με. Considering that the vertical direction strain changed about 50 με at highest pressure, this decrease was very huge. The main cause of this phenomenon was concrete material thermal contraction. As mentioned before, ℎ was not considered in Equation (1) for simplification. Therefore, temperature compensation FBG could not compensate the thermal expansion of concrete. Fortunately, the thermal expansion or contraction strain of concrete material was relatively small when the temperature changed regularly.
In site, an abrupt temperature drop of about 11 °C happened at between 200 h and 230 h (see Figure 8 ). This phenomenon caused an abrupt strain decrease as shown in Figure 8a . During the first 200 h of monitoring, the temperature changed with a certain circulation. In general, the temperature decreased to the minimum value about 23 °C at night and increased to the maximum value of about 30 °C in daylight. However, at 200 h, temperature had a sudden drop about 11 °C. Because the concrete of the PCCV was sensitive to temperature change, it had a thermal contraction strain about −100 με in the vertical direction. That vertical direction strain was sensitive to an abrupt temperature drop while circumferential direction strain was not sensitive to temperature drop was an interesting phenomenon. One possible cause was that the prestressing in the circumferential and vertical directions was different. Due to the higher value of compression strain caused by the circumferential tendons which will be later discussed in the section 3.2.1, the strain caused by temperature abrupt drop would have less effect on the circumferential direction strain. The real cause of this phenomenon needs further study.
Crack Measure Points
Apart from four general measurement points, the results of two crack measuring points are shown in Figure 9 . The crack is shown in Figure 2b . In site, the crack was vertical so that two FBG sensors were horizontal with an upper one and a lower one in height. The strain of crack No. 1 seemed just like the general measuring points. However, the strain of crack No. 2 reached 330 με That vertical direction strain was sensitive to an abrupt temperature drop while circumferential direction strain was not sensitive to temperature drop was an interesting phenomenon. One possible cause was that the prestressing in the circumferential and vertical directions was different. Due to the higher value of compression strain caused by the circumferential tendons which will be later discussed in the Section 3.2.1, the strain caused by temperature abrupt drop would have less effect on the circumferential direction strain. The real cause of this phenomenon needs further study.
Apart from four general measurement points, the results of two crack measuring points are shown in Figure 9 . The crack is shown in Figure 2b . In site, the crack was vertical so that two FBG sensors were horizontal with an upper one and a lower one in height. The strain of crack No. 1 seemed just like the general measuring points. However, the strain of crack No. 2 reached 330 µε which was the maximum of all FBGs. In contrast to other measuring points, during the time from 100 h to 123 h, the strain of crack No. 2 had a sharp increase of about 130 µε at 0.483 MPa compared to 0.42 MPa. As the pressure inside the PCCV increased, the compression strain in the circumferential direction decreased (see Figure 10 ). During this period, the prestress loss happened. In the actual engineering, the prestress was conducted to the concrete by the grouting in the prestress duct. However, the prestress was not uniform so the crack started to open at the low prestress site. As shown in Figure 9 , the strain of crack No. 2 was larger than for crack No. 1 at 0.42 MPa. This meant that the prestress loss at crack No. 2 was larger than that at crack No. 1. Now that the cracks had opened, this meant the prestress was overcome by the inner pressure. Without the prestress constraint, crack No. 2 had larger strain variation due to the prestress loss. It was possible that the strain of crack No. 2 continued to increase. As a result, the PCCV was not tight enough and the leakage might happen there due to increasing inner pressure. Therefore, crack No. 2 should be paid more attention.
which was the maximum of all FBGs. In contrast to other measuring points, during the time from 100 h to 123 h, the strain of crack No. 2 had a sharp increase of about 130 με at 0.483 MPa compared to 0.42 MPa . As the pressure inside the PCCV increased, the compression strain in the circumferential direction decreased (see Figure 10) . During this period, the prestress loss happened. In the actual engineering, the prestress was conducted to the concrete by the grouting in the prestress duct. However, the prestress was not uniform so the crack started to open at the low prestress site. As shown in Figure 9 , the strain of crack No. 2 was larger than for crack No. 1 at 0.42 MPa. This meant that the prestress loss at crack No. 2 was larger than that at crack No. 1. Now that the cracks had opened, this meant the prestress was overcome by the inner pressure. Without the prestress constraint, crack No. 2 had larger strain variation due to the prestress loss. It was possible that the strain of crack No. 2 continued to increase. As a result, the PCCV was not tight enough and the leakage might happen there due to increasing inner pressure. Therefore, crack No. 2 should be paid more attention. 
The FEM Model Results
The Load Step History
In the FEM model, the elements 10,801, 10,426, 9426 and 14,401 were close to the measuring points from MP 1 to MP 4. Besides, element 10,076 and element 9451 were close to crack 1 and crack 2. Therefore, the results of the elements mentioned above were summarized. The strain of vertical and circumferential direction is shown in Figure 10 . During the time from 0 to 20 h, the strain in two directions had little change. At the prestress load step (time from 20 to 40 h), the strain in two directions was compression strain with huge difference in magnitude. At the end time of prestress force, the vertical and circumferential direction strains were −482 and −166 με. At the time of maximum inner pressure, the vertical and circumferential direction strain came to −250 and −93 με. It was clear that the concrete cylindrical wall was still subjected to the compression strain at maximum inner pressure. This meant that there was no tension strain occurring at the concrete surface. The prestress tendons were still working to protect the concrete from cracking and the material was still elastic. Because the FEM model was ideal, especially in that the concrete material property difference was not considered, there was little difference between each measuring point. 
The Strain Distribution
The principal object of this part was to find the regularities of strain distribution on the cylindrical wall. The strain in two directions was calculated and compared to the monitoring results. At the maximum inner pressure, the strain distribution in two directions is shown in Figure 11 . 
The FEM Model Results
The Load Step History
In the FEM model, the elements 10,801, 10,426, 9426 and 14,401 were close to the measuring points from MP 1 to MP 4. Besides, element 10,076 and element 9451 were close to crack 1 and crack 2. Therefore, the results of the elements mentioned above were summarized. The strain of vertical and circumferential direction is shown in Figure 10 . During the time from 0 to 20 h, the strain in two directions had little change. At the prestress load step (time from 20 to 40 h), the strain in two directions was compression strain with huge difference in magnitude. At the end time of prestress force, the vertical and circumferential direction strains were −482 and −166 µε. At the time of maximum inner pressure, the vertical and circumferential direction strain came to −250 and −93 µε. It was clear that the concrete cylindrical wall was still subjected to the compression strain at maximum inner pressure. This meant that there was no tension strain occurring at the concrete surface. The prestress tendons were still working to protect the concrete from cracking and the material was still elastic. Because the FEM model was ideal, especially in that the concrete material property difference was not considered, there was little difference between each measuring point.
The Strain Distribution
The principal object of this part was to find the regularities of strain distribution on the cylindrical wall. The strain in two directions was calculated and compared to the monitoring results. At the maximum inner pressure, the strain distribution in two directions is shown in Figure 11 . The vertical strain on concrete surface is ε 22 (Figure 11a ). ε 22 varied from 82 με to 127 με with elevation from +4 m to +40 m. The junction of the dome and cylinder which was near the ring girder had the maximum value. As the ring girder was the place where the vertical prestress tendons and dome tendons were anchored, this place might bear stress concentration. Besides, the minimum principal direction strain is the same as circumferential strain (see Figure 11b) . The circumferential direction strain showed small difference from elevation 0 m to +45.8 m with magnitude from 211 με to 297 με. The maximum strain, about 382 με, also occurred at the junction of the dome and cylinder. As a consequence, the strain in two directions was relatively high at the junction of the dome and cylinder. According to the strain distribution regularities, more FBG sensors should be installed at this place. The vertical strain on concrete surface is ε 22 (Figure 11a ). ε 22 varied from 82 µε to 127 µε with elevation from +4 m to +40 m. The junction of the dome and cylinder which was near the ring girder had the maximum value. As the ring girder was the place where the vertical prestress tendons and dome tendons were anchored, this place might bear stress concentration. Besides, the minimum principal direction strain is the same as circumferential strain (see Figure 11b) . The circumferential direction strain showed small difference from elevation 0 m to +45.8 m with magnitude from 211 µε to 297 µε. The maximum strain, about 382 µε, also occurred at the junction of the dome and cylinder.
Comparison between Monitoring Results and Calculation Results
As a consequence, the strain in two directions was relatively high at the junction of the dome and cylinder. According to the strain distribution regularities, more FBG sensors should be installed at this place.
As mentioned previously, the concrete surface strain was compression strain from the calculation results (see Figure 10 ). In the engineering, the strain sensors could only measure the strain development after the installation time. As a result, the strain of time 40 h (see Figure 10 ) was set as a baseline. Then the calculation strain subtracted the baseline value during the ILRT. Obviously, the strain was positive after subtraction. In the FEM model, elements 10,801, 10,426, 9426 and 14,401 were close to measuring points 1 to 4. The results of these elements are plotted in Figure 12 . In each direction, the strain discrepancy was small. The maximum discrepancy value is 12 µε in the circumferential direction at 0.483 MPa (Figure 12b ).
The vertical strain on concrete surface is ε 22 (Figure 11a ). ε 22 varied from 82 με to 127 με with elevation from +4 m to +40 m. The junction of the dome and cylinder which was near the ring girder had the maximum value. As the ring girder was the place where the vertical prestress tendons and dome tendons were anchored, this place might bear stress concentration. Besides, the minimum principal direction strain is the same as circumferential strain (see Figure 11b) . The circumferential direction strain showed small difference from elevation 0 m to +45.8 m with magnitude from 211 με to 297 με. The maximum strain, about 382 με, also occurred at the junction of the dome and cylinder. As a consequence, the strain in two directions was relatively high at the junction of the dome and cylinder. According to the strain distribution regularities, more FBG sensors should be installed at this place.
As mentioned previously, the concrete surface strain was compression strain from the calculation results (see Figure 10 ). In the engineering, the strain sensors could only measure the strain development after the installation time. As a result, the strain of time 40 h (see Figure 10 ) was set as a baseline. Then the calculation strain subtracted the baseline value during the ILRT. Obviously, the strain was positive after subtraction. In the FEM model, elements 10,801, 10,426, 9426 and 14,401 were close to measuring points 1 to 4. The results of these elements are plotted in Figure  12 . In each direction, the strain discrepancy was small. The maximum discrepancy value is 12 με in the circumferential direction at 0.483 MPa (Figure 12b ). In order to testify the calculation results, the comparison between monitoring results and calculation results was made ( Figure 13 ). Because there was little difference between the calculation results of four measuring points, the calculation results of MP 4 were chosen as a representation. The monitoring results and calculation results were plotted in Figure 13 .
It turned out that the calculation results were consistent with monitoring results of four measuring points during the first 110 h. However, the discrepancy became larger and larger after 110 h. During the time from 200 h to 230 h, the decrease rate of monitoring results became faster, mainly due to the abrupt temperature drop (see Figure 8b) . The huge discrepancy was caused by temperature change. In the future, temperature change simulation should be done for more precise simulation.
Compared to vertical direction strain, circumferential direction strain was not sensitive to abrupt temperature drop during 200 h to 230 h (see Figure 13b) . The calculation results showed good consistence with monitoring results. Figure 14 shows the concrete strain-inner pressure relationship. Comparing the calculation results with monitoring results, it was clear that both monitoring results and calculation results showed a similar trend. During the pressurization process, the monitoring results kept almost linear growth until 0.4 MPa. When it came to 0.45 MPa and 0.483 MPa, the monitoring results even decreased while the calculation results were still linear. The calculation results maintained almost the average value of the monitoring results of four measuring points during pressurization. During the depressurization process, the monitoring results were almost below the calculation results. This phenomenon might be caused by glue relaxing of FBGs. In order to testify the calculation results, the comparison between monitoring results and calculation results was made (Figure 13 ). Because there was little difference between the calculation results of four measuring points, the calculation results of MP 4 were chosen as a representation. The monitoring results and calculation results were plotted in Figure 13 . It turned out that the calculation results were consistent with monitoring results of four measuring points during the first 110 h. However, the discrepancy became larger and larger after 110 h. During the time from 200 h to 230 h, the decrease rate of monitoring results became faster, mainly due to the abrupt temperature drop (see Figure 8b) . The huge discrepancy was caused by temperature change. In the future, temperature change simulation should be done for more precise simulation.
Compared to vertical direction strain, circumferential direction strain was not sensitive to abrupt temperature drop during 200 h to 230 h (see Figure 13b) . The calculation results showed good consistence with monitoring results. Figure 14 shows the concrete strain-inner pressure relationship. Comparing the calculation results with monitoring results, it was clear that both monitoring results and calculation results showed a similar trend. During the pressurization process, the monitoring results kept almost linear growth until 0.4 MPa. When it came to 0.45 MPa and 0.483 MPa, the monitoring results even decreased while the calculation results were still linear. The calculation results maintained almost the average value of the monitoring results of four measuring points during pressurization. During the depressurization process, the monitoring results were almost below the calculation results. This phenomenon might be caused by glue relaxing of FBGs. Then, on comparing the vertical direction monitoring results with circumferential direction, it seemed that there were more fluctuations in vertical direction monitoring results. In order to verify this conclusion, linear regression was used in data fitting of each measuring point because the trend of monitoring results was almost linear. At the same time, the ratio of residual sum of squares (RSS) to total sum of squares (SYY) [20] could be calculated as shown in Table 3 . The smaller the ratio is, Then, on comparing the vertical direction monitoring results with circumferential direction, it seemed that there were more fluctuations in vertical direction monitoring results. In order to verify this conclusion, linear regression was used in data fitting of each measuring point because the trend of monitoring results was almost linear. At the same time, the ratio of residual sum of squares (RSS) to total sum of squares (SYY) [20] could be calculated as shown in Table 3 . The smaller the ratio is, the more accurate the linear regression will be and fewer fluctuations will exist. From Table 3 , it can be concluded that the circumferential monitoring results had fewer fluctuations both in the pressurization process and depressurization process. The reason of this phenomenon should be discussed. Because the maximum values of vertical direction and circumferential direction were 50 µε to 70 µε and 150 µε to 240 µε respectively, the external disturbance especially temperature change of concrete material would have greater effect on vertical direction monitoring results. As a result, there were fewer fluctuations in circumferential direction.
Apart from these, the ratios listed in Table 3 were relatively small. This meant the concrete strain-inner pressure relationship was almost linear. That is, the material of PCCV was still in the elastic stage. Therefore, the material elastic hypothesis of FEM model mentioned above was proven.
Conclusions
In this paper, the PCCV monitoring project by using FBG sensors provided us much information about the PCCV structure during the ILRT and showed good potential. Because the monitoring results of each strain FBG had the same trend compared with pressure variation, the feasibility of FBG had been proven. The results showed FBG could be widely used in PCCV structure health monitoring. During the data process stage, the FBG strain caused by temperature change could be eliminated by temperature-compensating FBG. However, the strain caused by concrete thermal expansion or contraction could not be eliminated by using temperature-compensating FBG. According to the monitoring results, the vertical direction strain changed about −100 µε due to the abrupt temperature drop of 11 • C. Nevertheless, the circumferential direction strain was not sensitive to abrupt temperature drop compared to vertical direction strain.
The monitoring results of each measuring points indicated that the circumferential direction strain was higher than vertical direction strain during ILRT. However, strain magnitude differences existed between four measuring points. This might be caused by the direction and the concrete material property.
There were two cracks monitored by four FBGs. The results showed that crack No. 1 had the same trend compared with general measuring points while crack No. 2 had a sudden increase about 130 µε at 0.483 MPa. Attention should be paid to the sudden increase of crack No. 2 to prevent further cracking.
In addition, a FEM model was built to simulate the ILRT process. Because the maximum inner pressure was 0.483 MPa and this magnitude was far from the ultimate inner pressure, the elastic material property was chosen for simplification. The calculation load step history in proportion to real ILRT time was imposed on the FEM model. The results showed that there was little difference on the strain magnitude of each direction due to the homogeneous material property. Besides, the calculation results were very close to the monitoring results, so the calculation results were proven. In addition, the strain distribution contour in two directions could give advice about where strain sensors should be installed. According to the results, more FBGs should be installed at the junction of the dome and cylinder. Moreover, the concrete strain-inner pressure relationship was compared between monitoring results and calculation results. Apparently, the relationship was almost linear. There were more fluctuations in the vertical direction monitoring results which might be caused by temperature change. Because the concrete strain-inner pressure relationship was almost linear, the material elastic hypothesis of FEM model mentioned above was proven.
